Provide casing pipe for all road crossings unless otherwise approved by DEL-CO. Casing pipe shall be steel pipe with 0.375-inch wall thickness, or PVC C900 for water lines 12-inch diameter or less. Casings for water lines larger than 12-inch diameter may be AWWA C905. Inside diameter of the casing pipe shall not exceed 3 inches of the outside diameter of the carrier pipe and casing spacers.